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Area Description  
 
The UN Orangevale Trunk Shed is located north of Oak Avenue, east of Hazel Avenue, 
west of Santa Juanita Avenue, and south of the Sacramento County line. 
 
Trunk System Facilities 
 
This shed would be served by a single trunk system. The trunk sewer is planned to 
originate in Granite Avenue, approximately on the same alignment with Eden Oaks 
Avenue, located to the west. The trunk sewer travels west (currently undeveloped land) 
to Eden Oaks Avenue, turns south on Hazel Avenue, and connects to trunk manhole 
376-221-1027. 
 
 
 
 
 
 
 
 
 
 
 
 



UN Orangevale
Trunk Sewer Data and Model Results

Buildout 10‐Year Design Storm

US Manhole DS Manhole Link Type
Diameter

(in)
Length
(ft)

US Rim Elev.
(ft)

US Invert Elev.
(ft)

DS Rim Elev.
(ft)

DS Invert Elev.
(ft)

Slope
(%)

Full Capacity
(mgd)

Peak Flow
(mgd)

% Full Capacity d/D

692‐EN01 693‐EN02 Gravity Main 15 3320 224.0 193.1 227.1 187.1 0.18 1.8 1.3 71 0.63
693‐EN02 693‐EN01 Gravity Main 18 647 227.1 186.8 202.0 185.7 0.18 2.9 2.2 78 0.67
693‐EN01 376‐221‐1027 Gravity Main 18 1241 202.0 185.7 204.0 183.2 0.20 3.1 2.2 73 0.64
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Sub-Sheds and Connection Manholes
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